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Minimum Size Residential Water Heater
Georgia Amendments

2018 International Plumbing Code

506.1 General. Water heaters installed in residential occupancies 
shall be sized in accordance with Table 506 or the 
manufacturer’s recommendations. The water heater must at a 
minimum meet the First Hour Rating (FHR) requirements of 
Table 506.
(Effective January 1, 2020)

*Add new Table 506 'Minimum Capacities for Residential Water 
Heaters’ to read as follows:




